
Section 1753 
 

 17-40 

1752-4 MEASUREMENT AND PAYMENT 1 

Conduit Entrance into Existing Foundation will be measured and paid as the actual number of 2 
conduit entrances drilled into existing cabinet foundations furnished, installed and accepted. 3 

Modify Foundation for Controller Cabinet will be measured and paid as the actual number of 4 
existing cabinet foundations modified and accepted. 5 

Payment will be made under: 6 

Pay Item  Pay Unit 
Conduit Entrance into Existing Foundation Each 
Modify Foundation for Controller Cabinet Each 
  

SECTION 1753 7 
CABINET BASE ADAPTER/EXTENDER 8 

1753-1 DESCRIPTION 9 

Furnish and install cabinet base adapters and extenders with all necessary hardware for 10 
Type 170 cabinets. 11 

1753-2 MATERIAL 12 

Refer to Division 10. 13 

Item  Section 
Cabinet Base Adapter or Extender 1098-16 

Furnish material, equipment and hardware under this section that is pre-approved on the 14 
ITS and Signals QPL. 15 

1753-3 CONSTRUCTION METHODS 16 

Install cabinet base adapter at locations requiring new Model 332A cabinet on 17 
existing/modified foundation. 18 

Install cabinet base extender at locations requiring new Model 332A cabinet on new 19 
foundation or existing Model 332A cabinet that does not have cabinet base extender. 20 

Where Model 336 cabinet is used as base mount cabinet, install adapter or extender, as 21 
required. 22 

Use permanent, flexible waterproof sealing material to: 23 

(A) Seal between cabinet base and cabinet base adapter/extender, 24 

(B) Seal 2-piece cabinet base adapter/extender seams, and 25 

(C) Seal space between cabinet base adapter/extender and foundation. 26 

1753-4 MEASUREMENT AND PAYMENT 27 

Cabinet Base Adapters will be measured and paid as the actual number furnished, installed 28 
and accepted. 29 

Cabinet Base Extenders will be measured and paid as the actual number furnished, installed 30 
and accepted. 31 

Payment will be made under: 32 

Pay Item  Pay Unit 
Cabinet Base Adapter Each 
Cabinet Base Extender Each 
  

NCDOT 2012 Standard Specifications


